BG
1. All inscriptions are in Bulgarian and English.
2. All dimensions are in mm.
3. All distances are in mm.

EN
1. 1500 mm distance must be provided from service side.
2. All inscriptions are in Bulgarian and English.
3. All dimensions are in mm.

Note:
Please consider the height of supporting construction of the AHU to ensure correct installation of options.